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CDRL C.2-31

Pump Efficiency Report
1.
Sequence Number: C.2-31

2.
Title or Description of Data: Pump Efficiency Report

3.
Authority: AR 420-17, AR 420-46

4.
Contract Reference: C.2.2.7

5.
Technical Office: DPW

6.
Frequency: Annual

7.
As of Date: 30 November 2000

8.
Date of 1st Submission: 15 December 2000

9.
Date of Subsequent Submission: 15 December

10.
Distribution, Addresses & Number of Originals/copies: 

DPW – 0/2 

11.
Remarks:  None

a.  Application:  Provide the Government with pump performance data for scheduling pump upgrades or replacements.

b.  Preparation Instructions: Report shall be prepared and provided to the COR on a 3.5-inch floppy disk or by e-mail in a program that is executable using Microsoft Office 97. The report shall include as a minimum the following information:

(1) Pump number

(2) Motor number

(3) Meter number

(4) Test results for three (3) tests on the following:

a.  Discharge pressure, PSI

b.  Standing water level, ft.

c.  Drawdown, ft

d.  Discharge head, ft

e.  Pumping water level, ft

f.  Total head, ft

g.  Capacity, GPM

h. GPM per ft drawdown

i.  Acre ft pumped in 24 hr.

j.  KW input to motor

k. HP input to motor

l.  Motor load (%)

m. Measured speed to pump, RPM

n.  KWH per acre ft

o.  Overall plant efficiency (%)

p.  Customer's meter, GPM


Test 1 at normal operation of pump at the time of test.  Tests 2 and 3 are to be obtained by throttling the discharge.
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